
Location:
State: 

1 oz 0.0% Pass
2 oz 0.0% Pass
2 oz 0.0% Pass

128 oz 0.0% Pass

Customer Name: Daytona Redi Mix
Shelby Twp,MI

110

50 gallons

Dynamon SX

Pass/Fail

SA-50
Polchem R

Calibrated Container 
Reading oz.

Variance (+/-)%

Yard/Plant ID: Daytona Shelby Twp DOT# DAY-01-SHL

Product Name Pulse Rate oz

Calibration of Liquid Admixture Report

4/17/2026Date

Control Panel Reading oz.

102
102

Water

102
102
110

50 gallons

Mapei Representative Signature: _Steve Carnacchi______________________________

  DOT or Company Representative Signature:______________________________

All calibrated container readings are accurate to within 3% of the total amount required. 
All air entrainment calibrated container readings are acurate to within 1% of total amount required.
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